# Fire Alarm Test and Inspection Summary Report

## General Information

<table>
<thead>
<tr>
<th>Branch #</th>
<th>Work Order Number</th>
<th>Job Number</th>
<th>Inspection Start Date</th>
<th>Completion Date</th>
<th>Labor Task Code</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>8339</td>
<td></td>
<td></td>
<td>4/20/15</td>
<td></td>
</tr>
</tbody>
</table>

## Service Organization

- **Name:** Lamarco Systems, Inc
- **Address:** 475 Lindberg Ln
- **City:** Northbrook
- **State:** IL
- **Zip Code:** 60062
- **Phone Number:** 1-847-239-7590

## Protected Property

- **Name:** Orland Holding, LLC
- **Address:** Orland Square Drive
- **City:** Orland Park
- **State:** IL
- **Zip Code:** 60462
- **Phone Number:** 1-773-304-8600

## Monitoring Entity

- **Name:** Orland Park FD
- **Agency:**
- **Contact:** Mitch Goltz
- **Phone Number:** 1-708-364-0115
- **Acct. #:** 5188

## Pre-test Notifications

<table>
<thead>
<tr>
<th>Monitoring Entity</th>
<th>Building Manager</th>
<th>Name</th>
<th>Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>☑ Yes</td>
<td>☑ Yes</td>
<td>oper.</td>
<td>Store man.</td>
</tr>
<tr>
<td>☐ No</td>
<td>☐ No</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

## Panel

- **Manufacturer:** EST2
- **Model No.:**
- **Transmission Type:** ☑ Addressable
- **System Power:** ☑ Hardwired
- **System Status:**
- **Date last Service:**
- **Panel Status:**
- **Is Circuit breaker locked?**
- **Is Circuit breaker dedicated?**
- **Breaker Location:**
- **Rev. Polarity:**
- ** MCCullogh:**
- **Other:**
- **Door Release:**
- **Lamp Tests:**
- **Drill Test:**
- **HVAC Shutdown:**
- **Elevator Recall:**
- **Interface Equipment:**
- **City Tie/Central Station:**

## Auxiliary Functions

- **Annunciator:**
- **Visual:** ☑
- **Functional:** ☑
- **Pass:** ☑
- **Fail:** ☑
- **Door Release:**
- **Lamp Tests:**
- **Drill Test:**
- **HVAC Shutdown:**
- **Elevator Recall:**
- **Interface Equipment:**
- **City Tie/Central Station:**

## Field Devices

<table>
<thead>
<tr>
<th>Device Type</th>
<th>Qty Tested</th>
<th>Device Type</th>
<th>Qty Tested</th>
</tr>
</thead>
<tbody>
<tr>
<td>Smoke Detector</td>
<td>7</td>
<td>Bells</td>
<td>1</td>
</tr>
<tr>
<td>Duct Detector</td>
<td>5</td>
<td>Horns</td>
<td>ALL</td>
</tr>
<tr>
<td>Heat Detector</td>
<td>2</td>
<td>Chime</td>
<td>ALL</td>
</tr>
<tr>
<td>Manual Pull Station</td>
<td>17</td>
<td>Strobes</td>
<td>ALL</td>
</tr>
<tr>
<td>Waterflow Switch</td>
<td>5</td>
<td>Other</td>
<td>ALL</td>
</tr>
<tr>
<td>Tamper Switch</td>
<td>11</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

## Post Test Information

<table>
<thead>
<tr>
<th>Post-Test Status</th>
<th>Operational</th>
<th>Inoperative</th>
<th>Impaired</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Post-Test Notifications</th>
</tr>
</thead>
<tbody>
<tr>
<td>Monitoring Entity: ☑ ☐ oper.</td>
</tr>
</tbody>
</table>
**Summary:** No access to test elevator recall. Sprinkler system tested by other vendor.

**Recommendations:** Needs 2 batteries (12V 24Ah blt.).

<table>
<thead>
<tr>
<th>Name of Inspector:</th>
<th>Aleksandr Lozovaty</th>
<th>Date:</th>
<th>4/20/15</th>
<th>Time:</th>
</tr>
</thead>
<tbody>
<tr>
<td>Signature:</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Name of Owner/ Representative:</td>
<td>Mitch Goltz</td>
<td>Date:</td>
<td></td>
<td>Time:</td>
</tr>
<tr>
<td>Signature:</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

☑️ System placed back in service. Owner was advised.
☑️ System placed back in service. Owner or representative was not available for signature.